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MEcHANICAL DESIGN
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split heating and cooling heat

pump system with two ducted air
handlers and one outdoor unit;
one air handler is located in the
basement and one is in kneewall
space; direct vented pellet stove is
available as backup for heat.
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supply is integrated with each

air handler; outdoor air intake
ducts are provided with ventilation
controllers and mechanical
dampers; spot exhaust fans are
provided in the bathrooms.

Z6SDFH &RQGLWLRQLGQ

MIT
w SUBISH|

M. SLIM
R410A

'LVWU L E Ksated@heet
metal trunks with insulated flex
run-outs; entire distribution system
within thermal enclosure; ductwork
in basement ceiling for basement
air handler; ductwork in attic and
kneewall space for the second floor
air handler.

[ '+: Instantaneous propane
water heater.
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lighting.

$SSOLDQFHV Nochange at this

CONSTRUCTION

The construction process for the above
grade portion of the house was fairly
straightforward, especially since the
contractors were experienced  with
applying exterior insulating sheathing in
other projects. Since the existing house
had no overhangs and was of a compact
form, once the siding and shingles were
stripped off of the board sheathing, it didn’t
take long before the house looked like a

box wrapped in “a blanket of insulation”
as described by the owner. There was a

arrangement complicated the coordination
effort and caused the construction phase
delay, however, when some significant to last longer than originally anticipated.

water damage was discovered after the
siding was removed. The repairs, along
with the new overhangs that provide a
robust water management system, will
ensure the durability of the wall structure.

This highlights one of the difficulties that
can be experienced, especially with HVAC
work, in DER projects. To attain significant
energy use reduction, new design and
non-standard approaches are required for
the HVAC component of the project. It is
For this project, the HVAC contractor was pest for the HVAG system designer to be

instead was contracted by the owner. This ihe start.
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TESTING

During the project, BSC visited the site \f’“"’j J

to observe the implementation of the
measures included as National Grid
incentives in the project. This included
inspection of installed window details
and of insulating sheathing as well
as verifying that the new mechanical
equipment was operational.

After the renovation was substantially
complete, BSC measured ventilation
rates ofthe individual unitsand conducted |
blower door testing to determine the
overall air tightness of the building. The
pre-retrofit blower door test result was
2860 CFM at 50 Pascals (cfm50). The
final blower door test result was 458
cfmS50. Since the 6-sided enclosure for
this project was 4,278 ft?, this exceeds ¢

0.25 c¢fm50 per ft? but is slightly higher
than the National Grid DER Pilot target
of 0.1 ¢cfm50 per ft2.

MoVING FORWARD

There is a large existing stock of houses
that are similarin age, style, and condition
to the pre-retrofit version of this house.
These houses have provided compact
but comfortable living conditions for
thousands of families and can continue to
do so provided steps are taken to ensure
their durability and energy use reduction.
Failure to do this will likely result in
teardowns replaced by new (and larger)
construction with the accompanying
loss of resources, embodied energy,
and memories. Projects such as this
demonstrate that this need not be the
case.

BSC’s 2010 Building America target of |

DEesIGN CHALLENGE:
WHAT MIGHT BE FOUND BEHIND THE VINYL SIDING

As the existing vinyl siding was removed from the house, two
discoveries were made. First, the vinyl siding had been applied
directly over the original wood shingles. Secondly, once the old
shingles and tar paper had been removed, it could be seen that
there had been extensive damage to parts of the wood structure
of the wall caused by water intrusion over the years. This required
replacement not only of parts of the wood sheathing, but also
some wall studs, parts of the mud sill and a window header.
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Since there was no built-out overhang on the existing house,
gutters had been attached in the same plane as the wall. Any
leakage or overflow of the gutters resulted in water running directly
against the wall with some of it getting into the wall. Backing up of
ice dams also would have contributed to the water intrusion.

Given the extent of the damage, why had this not been noticed
earlier? It was effectively hidden by the vinyl siding. Wood siding
would have shown evidence of paint peeling or other damage, to warn of deteriorating conditions behind. The vinyl siding
masks the condition of what may be behind it.

Addition of overhangs, ventilation/drainage gap behind the siding, carefully flashed windows, insulated roof—each of these
measures reduces the risk of future water intrusion problems.
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