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mechanical design

�X�+�H�D�W�L�Q�J���D�Q�G���&�R�R�O�L�Q�J�� Hydro-
air heating with heating supplied 
by A.O. Smith Vertex™ high 
efficiency direct-fired storage water 
heater; central cooling with with 16 
SEER/13.1 EER 2.5 ton AC

�Y�9�H�Q�W�L�O�D�W�L�R�Q�� Venmar EKO 1.5 
HRV system ducted to heating/
cooling distribution system.

�Z�6�S�D�F�H���&�R�Q�G�L�W�L�R�Q�L�Q�J��
�'�L�V�W�U�L�E�X�W�L�R�Q�� Entire distribution 
system within thermal enclosure.

�[ �'�+�:�� A.O. Smith Vertex™ high 
efficiency direct-fired storage water 
heater.

�/�L�J�K�W�L�Q�J�� ENERGY STAR® CFL 
lighting.

�\ �$�S�S�O�L�D�Q�F�H�V�� ENERGY STAR® 
dishwasher, refrigerator and clothes 
washer.

�] �6�L�W�H���*�H�Q�H�U�D�W�H�G���3�R�Z�H�U�� 2.8 kW 
PV array
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cOnstructiOn

During construction, the availability 
of donations changed a few specific 
aspects of the plan. The project team was 
able to adapt to these changes although 
the initial design of the project may have 
been slightly different had the availability 
of the products and equipment been 
known prior to construction.
The builder installed the house wrap and 
exterior wall insulation before installing 

the new windows in the existing openings. 
This sequence complicates the transition 
of the house wrap airflow control at the 
window. In this project, the exterior face 
of insulating sheathing was also detailed 
as an airflow control layer and may have 
had a more dominant airflow control role. 
To protect the basement slab insulation 
from construction abuse, the builder 
installed just a 1’ wide strip of insulation 
around the perimeter before re-installation 

of the wood stud wall and application 
of spray foam at the foundation wall. 
This allowed for a continuous thermal 
and capillary break beneath the wood 
framing. The sequence also allowed 
the spray foam contractor to embed the 
floor insulation perimeter in spray foam 
for transition of airflow control. When the 
rest of the basement slab insulation was 
installed, it was a simple matter to seal it 
to the perimeter starter strip. 
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Challenge goals for the home. The 
energy monitoring provides a unique 
opportunity to gauge the performance 
of the enclosure retrofit, mechanical 
system and site generation strategies. 
The homeowner’s commitment to 
share data with BSC and the DER 
Pilot Program sponsor provides further 
opportunity to learn from this project.

design challenge: retrOfit rOOf strategy

For various reasons, the builder included a vented roof with air sealing and 
insulation at the attic floor in the DER design. To accommodate the additional 
wall thickness of 4” exterior foam and furring strips, the roof eaves were 
extended. Then, the roof was re-shingled. 

As is shown in the photograph of pre-retrofit conditions, the second floor window 
heads were already very close to the eave soffit (and the gable end overhangs 
were weak). Extending the eave overhang along the slope of the existing roof 
meant that the window heads actually had to be lowered to allow for some 
window trim above the second floor windows.

Later in the project, when the homeowner decided to pursue an unvented roof with the attic inside the conditioned 
space, the only practical option was closed-cell spray foam installed to the underside of the roof deck.

In retrospect, the design decision not to insulate over the roof represents a missed opportunity: exterior insulation and 
overclad in combination with a “chainsaw” approach would allow the soffit to stay at same height as existing or even go 
higher. An exterior insulation and overclad approach would also have allowed more insulation over the top plate of the 
wall and a more robust air flow control transition than is possible with the approach implemented.

testing and On-site technical 
suPPOrt

Observations of framing cavity returns 
that BSC made during a preconstruction 
site visit provided the motivation to 
entirely replace the existing duct system.

During the course of construction BSC 
conducted multiple site visits to review 
construction details with the general 
contractor. BSC advised of the need 
to tape the top edge of membrane 
flashings and also pointed out the 
complication to airflow and water control 
caused by installing windows over 
strapping instead of in plane with the 
drainage plane.

BSC performed both pre- and post-
retrofit air leakage testing to assess the 
air leakage reduction. The pre-retrofit 
air leakage measurement was actually 
quite good for an existing home of this 

age at 1695 cfm at 50 Pascals or near 
4 ACH50. BSC measured the post-
retrofit air leakage to be 584 cfm50 or 
1.6 ACH50. 

mOving fOrward

The homeowner commissioned 
extensive energy monitoring systems 
in order to guide the family toward 
meeting the ambitious Thousand Home 

This case study has been prepared by Building Science Corporation for the Department of Energy’s Building America Program, a private/
public partnership that develops energy solutions for new and existing homes. The views and opinions of authors expressed herein do not 
necessarily state or reflect those of the United States government or any agency thereof.

For more information about Building America go to www.buildingamerica.gov

For more information about this or other case studies by 
Building Science Corporation and the Building America 
Program go to: www.buildingscienceconsulting.com/
services/building-america.aspx


