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Top of Plate G Top of Plate
12-3 =l 4‘)—6;12._3.,
[ NON-OPERABLE SASH
__Second Floor Second Floor G
| 8'-113/8 8'-113/8
M BOILER INTAKE / EXHAUST ——]
— 2x6 HEAD W/ 1/4” PLYD
( BEHIND -TYP
24 CASING - TYP
OIL TANK ENCLOSURE
OIL TANK. ENCLOSURE —_— e T 26 CORNER BOARD - TYP
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L First Floor First Floor G
0-0" 0-0
. AN Structural Deck @ F . Structural Deck G
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TOP OF RIDGE
A UONTNUOUS RIDGE VENT $ ELEVATION 27°-2"

2x4 OUTRIGGER ON PLYWOOD STRIP

WETAL DRIP EDGE. 40 YR, ASPHALT SHINGLES
1x3' SUB-FASCIA BULDING PAPER
25 FASCIA 1/2" SHEATHING 12 12

5/4x5 TRIM ———

24" ON EDGE ON 4 INCH WIDE STRIP OF

1/2 INCH PLYWOOD (SCREWED INTO RAFTERS) 12

12 INCHES RIGID INSULATION,

2 LAYERS OF 6" EPS; STAGGER & TAPE JOINTS

STUCCO WRAP
5/8” SHEATHING
{ 2x10 RAFTER

CONTINUOUS BEADS OF SEALANT
PICAL

: 12
40 YR. ASPHALT SHINGLES

BUILDING PAPER

1/2” SHEATHING

2'x4” ON EDGE ON 4 INCH WIDE STRIP OF 1/2 INCH PLYWOOD
(SCREWED INTO RAFTERS)

12 INCHES RIGID INSULATION, 2 LAYERS OF 6" EPS/STAGGER JOINTS
STUCCO WRAP

5/8" SHEATHING

AL
"BEADBOARD” CEMENT BOARD PANEL SOFFIT 2x10 RAFTER

vt M?xé CEILING JOIST/COLLAR TIE

1/2° GWB AND \NTE’NF\OR PAINT
FINISH BY HOMEOWNER

~————— 2xB CEILING JOIST/

LAR TIE @ EACH RAFTER

PH: 978-589-5100

&CONT\NUOUS BEAD OF SEALANT

| TYPICAL

2" CONTINUOUS
SOFFIT VENT

LOW-E INSULATED GLASS
WINDOW UNIT

IR

CONTINUQUS BEAD OF SEALANT
TYPICAL

BATH ROOM S E T

7-10 3/ HEAD HT.

BUILDING SCIENCE CORPORATION

70 MAIN STREET  WESTFORD, MASSACHUSETTS 01886

12 -
CONTIUOUS BEAD OF SEALANT
si—
7 8"/%88 T&G SUB FLOOR 8 e PrE et
—/ BLOCKING FRAMED W/2x3s SECOND FLOOR
’N_N 210 FLOOR JOISTS - ELEVATION &-11 3/8° | .
CLADDING s
: il 1x4 FURRING STRIPS (SCREWED INTO FRAME WALL) =
CONTAUOLS 51D OF SEAAT N\ 244 LEDGER 1 ng\UAécC%EsW;BD INSULATION, 2 LAYERS 4" EPS, STAGGER JOINTS
X6 STRUCTURAL BLOCKING ™ 1/2" SHEATHING LLl
2x6 24" 0C WOOD STUD WALL (dp)
CONTINUOUS BEAD OF SEALANT I 1/2" GWB W/PAINT FINISH — 5/8" GWB UNDER STAR D i}
TYPICAL =
| /8" T&G 0SB SUB FLOOR o <
= 2x8 16" I
S 5 oop FRRNG 16" oc 26 FIRE & SOUND BLOCKING i E
g | = 15/8" GWB W/PAINT $ TOP_OF LANDING _— E j
5 = ELEVATION 4°-5 3/4” oy O
LOW-E INSULATED GLASS & w = o 9
= WINDOW UNIT e g KITCHEN = @) 2
g =
— ~
re conTvuous BEr NG EREA LAY 2 J 5 2x6 STRUCTURAL BLOCKING ) [ s
2 TYPICAL g 244 LEDGER x () 0
Y 2
2 WOOD LAP SIDING 4" T\ - L 0
o 1x4 WO0D FURRNG 24 ., m
TREATED WOOD DECKING [ § NCHES FIGID INSULATION, 2 LAYERS 0 ¢” EPS BOLER >
2x8 JOISTS WITH HANGERS AS REQD & 5T,U9,,
2X8 FRAME (SEE FLOOR FRAMING PLAN) < ! SHEATH‘NG LLl o
= -~ 26 STUDS 24" 0.C. [T
O DD O FIRST FLOOR (PROJECT DATUM) o L
I ELEVATION 0'-07 >
it 2 4" Jag PLYWOOD OR 058 SUB FLOGR T
ME W 3 5/8 LS RO NSO 1 ATER & ePs 0P OF STRUCTURAL DECK —
i J 3, 1 £
YER 5 3/8" EPS, STAGGER JOINTS ELEVATION -1"-0 1/8
w /z PLYWOOD OR 0SB SHEATHING m ‘
) 2GR JQOETSw @smfvrﬂ( JRAL DECK =
C "
i \@ zmo FLOO JO\STFSP@ pgpmggRAm MAJOR PARTITIONS : e 2x3 FRAME HUNG FROM JOISTS é{SCCTO&%RZLPYWOOD OR 0SB SUB FLOOR : g
2x8 FRAME TIED TO 2X12 FLOOR PLATEFORM 2" m“ BAND JO\ST T0 ALIGN W/ BUILT_UP BEAMS i ‘SNSLL/JQQAETRESD ggP%CgéS‘g SULATON NSZEEFLSL%%RJOFEPM ‘& PPEWETER i &)
" " 56 A - »
S CREATED CVXCE“DE REERAL M . I OVERLAP EDGES AND TAPE ? EA/YBE R\NgHg%R\cE\ES\NgTUALég?RN s OW‘N\%YER 4" EPS, i cL}J)j < B
_—TYPICAL FODTING ~ 2'~0’x 2'~0"x 1'~0" CONCRETE
W/ () #5 EACH waY | y |. 1/2” PLYWOOD OR 0SB SHEATHING .l <5<§EZ 5
I 2x12 FLOOR JOIST @ 24 0.C. i ==& =
_—O= »
L 1 Oci= <
=c0 Y
MO<C &

Z\WALI_ SECTION A 1 \BUILDING SECTION AA S S

['SCALE 1/47 = 70" ['SCALE 1/47 = 1707

FILE: VERY COLD HOUSEDWG




METAL DRIP EDGE
1x3 SUB-FASCIA ——"

2x5 FASCIA
BEADBOARD SOFFIT

2” CONTINUOUS
SOFFIT VENT

5/4x5 TRIM

FOLD FLOOR BUILDING PAPER
OVER BAND JoiST

2x6 FIRE
BLOCKING

40 YR. ASPHALT SHINGLE
BUILDING PAPER
1/2” SHEATHING

2"x4” ON EDGE ON 4 INCH STRIP OF
1/2 INCH PLYWOOD (SCREWED INTO RAFTERS)

12 INCHES RIGID INSULATION,
2 LAYERS OF 6" EPS

STUCCO WRAP
5/8” SHEATHING
210 RAFTER

1/2" OPTIONAL GWB BY HOMEOWNER

177/8" 0SB T&G SUB FLOOR

~—— Xx10 WoOD

2x4 LEDGER

Q7 2x6 STRUCTURAL BLOCKING

FLOOR FRAME - SEE
FRAMING PLANS

;1/2" OPTIONAL GWB W/ PAINT FINISH

CONTINUOUS BEAD OF SEALANT
TYPICAL

LOW-E INSULATED GLASS
WINDOW UNIT

CONTINUOUS BEAD OF SEALANT
‘ TYPICAL
o

// WOOD LAP SIDING 4" T.T.W.

1x4 WOOD FURRING 24" 0.C.

|

STUCCO WRAP

1/2" SHEATHING
2x6 STUDS 24” 0.C.

6'-10 3/4" TYPICAL HEAD HEIGHT

8 INCHES RIGID INSULATION, 2 LAYERS OF 4” EPS

CONTINUOUS BEAD OF

e

s

MESH VENT SUCH AS
"COBRA VENT”

BENT METAL COVER AT BASE
OF RIGID INSULATION

£

[ ]

AN

SEALANT TYPICAL

3/4” &G PLYWOOD OR OSB SUB FLOOR

N STUCCO WRAP - WRAP OVER RIM JOISTS

S 3/8 INCHES RIGID INSULATION, 1 LAYER 4” EPS,
1 LAYER 5 3/8” EPS, STAGGER JOINTS

—— 1/2" PLYNOOD OR 0SB SHEATHING
2x10 FLOOR JOISTS @ 24" 0.C.
\— SEE PLAN 2/A-1, STRUCTURAL DECK
(2) 2x10 FLOOR JOISTS @ PERIMETER AND MAJOR PARTITIONS
- SEE PLAN 1/A-1, FIRST FLOOR FRAMING
BUILT-UP BEAMS - (4) 2°x12" NAILED W/ (3) ROWS
" 0.

OF 16d NALLS @ 12" 0.

6”x 6” TREATED WOOD POSTS W/ GALV. ABUB6 BASE
AND GALV. BC6 CAP. EXTEND TO STRUCTURAL DECK BEAMS

2| WALL SECTION B

TYPICAL FOOTING - 2'-0"x 2'~0"x 1'-0” CONCRETE

W/ (4) #5 EACH WAY

|'SCALE 3/8" = 7-0"

CONTINUOUS RIDGE VENT

: 12
40 YR. ASPHALT SHINGLES

BUILDING PAPER
1/2" SHEATHING

$ TOP OF RIDGE
ELEVATION 27'-2”

2'x4" ON EDGE ON 4 INCH WIDE STRIP OF 1/2 INCH PLYWOOD

(SCREWED INTO RAFTERS)

12 INCHES RIGID INSULATION, 2 LAYERS OF 6" EPS/STAGGER JOINTS

STUCCO WRAP
5/8" SHEATHING
2x10 RAFTER

| ~—— 26 CEILNG JOIST/COLLAR TIE @ EACH RAFTER

/%b FIRE & SOUND BLOCKING —

BEDROOM

PIPE CHASE
FRAMED W/2x3s

2x6 FIRE & SOUND BLOCK\NGK

\2x4 LEDGER ‘,7“
2x6 STRUCTURAL BLOCKING

CLADDING

x4 FURRING STRIPS (SCREWED INTO FRAME WALL

8 INCHES RIGID INSULATION, 2 LAYERS 4" EPS, STAGGER JOINTS
STUCCO WRAP

1/2" SHEATHING

2x6 24" 0C WOOD STUD WALL

1/2" GWB W/PAINT FINISH OPTIONAL

BEDROOM

7/8" T&G 0SB SUB FLOOR
2x10 FLOOR JOIST
1/2" GWB OPTIONAL

1" TYPICAL WALL HEXGHT

2x4 LEDGER.
2x6 STRUCTURAL BLDCK\NGJ

INSULATED PIPE CHASE

BETWEEN STRUCTURAL DECK JOIST]
2 LAYERS OF 2" RIGID INSULATION
OVERLAP EDGES AND TAPE

e 2x3 FRAME HUNG FROM JOISTS

INSULATED PIPE CHASE
3 LAYERS OF 2” RIGID INSULATION
OVERLAP EDGES AND TAPE

3/4" T&G PLYWOOD OR 0SB SUB FLOOR

STUCCO WRAP

2x12 FLOOR JOISTS @ PERIMETER AND MAJOR PARTITIONS
— SEE FLOOR FRAMING PLAN

9 3/8 INCHES RIGID INSULATION, 1 LAYER 4" EPS,

1 LAYER 5 3/8" EPS, STAGGER JOINTS

1/2" PLYWOOD OR 0SB SHEATHING

2x12 FLOOR JOIST @ 24” 0.C.

L 1

1/ BUILDING SECTION BB

['SCALE 1/47 =1 -

$ TOP OF PLATE
ELEVATION 12'-3 3/4”

$ SECOND FLOOR
ELEVATION 8™-11 3/8”

$ TOP_OF LANDING _
ELEVATION 4™-5 3/4”

£5

Ty

§-11 38

PH: 978-589-5100

BUILDING SCIENCE CORPORATION

70 MAIN STREET  WESTFORD, MASSACHUSETTS 01886

ARCHIECT:

$ FIRST FLOOR (PROJECT DATUM)

ELEVATION 0™-0”

$ T0P_OF STRUCTURAL DECK
ELEVATION -1"-0 1/8”
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FRAMING, SHEATHING
W/ WINDOW OPENINI

STEP 1

STEP 2

NOTE: SEE DETAIL 2/A-7 FOR
INSTALLATION SEQUENCE

INSTALL A DRIP EDGE (METAL OR PLASTIC)
BEHIND THE FURRING STRIPS WITH THE TOP
EDGE TAPED TO THE FOAM.

LEAVE GAP BETWEEN TRIM AND TRIM
EXTENSION TO ALLOW WATER TO DRAIN OUT
FROM BEHIND THE CLADDING.

ENSURE THAT SILL IS INSTALLED WITH A
POSITIVE SLOPE TO THE EXTERIOR. USE A
SLOPED PROFILE OR SHIMS BELOW THE SILL
PIECE.

SILL PART OF FRAME EXTENSION BOX
(SEE DETAIL 2/A-7)

_

- STUCCO WRAP

CUT LINE

1 ROUGH
BEYON

OPENING
OND

FOLD JAMB FLAPS

| —

STEP 3

—

/

I
L

0

1| WINDOW FRAME EXTENSION SECTION

IN — TRIM AS
REQUIRED

FOLD SILL FLAP
IN — TRIM AS
REQUIRED

STEP 4

STUCCO WRAP LAPS OVER FLASHING (SEE
DETAL 2/A-T7)

FLEXIBLE FLASHING MEMBRANE OVER
WINDOW FLANGE (SEE DETAIL 2/A-7)

CONTINUOUS BEAD OF SEALANT
TYPICAL

LOW-E INSULATED GLASS
WINDOW UNIT

CONTINUOUS BEAD OF SEALANT
TYPICAL

INSTALL ANGLE BLOCK (PT WOOD OR AZEK)

FASTENED BACK TO THE JACK STUD BELOW
THE WINDOW SILL.

W0OD LAP SIDING 4" T.T.W.

1x4 WOOD FURRING 24" 0.C.

['SCALE: 3/47 =1

2x6 WOOD FRAMED
WALL 24” 0.C.

INSTALL SILL DAM
(TYPICALLY 27x1/2"
= FULL WIDTH)

INSTALL ONE PIECE

tH—SILL FLASHING

SUCH AS

"TYVEK FLEXWRAP”

= TURN UP JAMB
MIN. 6"

J J = PROVIDE CONTINUITY

OVER SILL DAM
<

STEP 1:

STEP 5

NaS

COMPLETE STEPS 1 TO
14 ABOVE.

(ANGLE BLOCKS SHOWN
FASTENED THROUGH
SHEATHING TO JACK
INSTALL THE ANGLE STUDS)
BLOCKS (PT WOOD OR

AZEK) IN LINE_WITH THE

JACK STUD.  THE

BLOCKS ARE INSTALLED

AFTER THE SHEATHING,

HOUSEWRAP, AND

WINDOW ARE INSTALLED.

2| WINDOW INSTALLATION SEQUENCE

SEALAN

J

STEP 6

@&\

STEP 2:

BUILD THE TRIM
EXTENSION BOX FIRST
BEFORE INSTALLING
INTO THE OPENING.
ATTACH THE ANGLE
BLOCK TO THE HEAD
OF THE BOX FRAME.

DO NOT APPLY

T AT SILL

STEP 7

.

STEP 3:

SIT THE TRIM BOX ON THE
SILL BLOCKS AND TILT INTO
PLACE. FASTEN THE HEAD
BLOCKS TO THE WALL.
FASTEN THE SILL TO THE SILL
BLOCKS FROM UNDERNEATH

ENSURE THAT SILL IS
INSTALLED WITH A POSITIVE
SLOPE TO THE EXTERIOR. USE
A SLOPED PROFILE OR SHIMS
BELOW THE SILL PIECE.

1~ INSTALL WINDOW
- ENSUR

LEVEL, AND SQUARE|
— SHIM AS REQ'D

E PLUMB,

TALL JAMB

STEP 8

XY
%,.

PRRTDI R TR TR IR R RSO
DR PR A KD AR W DATAND DDA VA

STEP 4:

INSTALL TWO LAYERS OF
RIGID INSULATION
OVERLAPING AND TAPING
SEAMS

FLASHING
(BOTH SIDES)

QX

B R R A DR R R TR RN
A PR TR RV DA NIRRT

STEP S:

INSTALL HEAD FLASHING

WITH DRIP EDGE

INSTALL HEAD

FLASHING

— LAP_OVER JAMB
FLASHING

A

Q
R TR R Ry

A T T e

STEP 6:

TAPE OVER HEAD
FLASHING TO RIGID
INSULATION

FOLD HOUSEWRAP

HEAD FLAP DOWN
AND SECURE

STEP 13

Na

AL RNENO TR R T AR R VAT SRR R T

T T T T

STEP 7:

INSTALL FURRING

H-TAPE MITER
(BOTH SIDES)

G

R R A T R R R TSN NRARATAN

T T ey

STEP 8:

INSTALL EXTENSION BOX
TRIM

PROVIDE MINIMA/

(4 SIDES)

\ INTERIOR OF
L EXTERIOR WALY

STEP 14

A,

STEP 8:

INSTALL CLADDING

['NOT O SCALE

I 2x6 WOOD FRAMED
WALL 247 0.

|

2 LAYERS OF 2" EXTRUDED
POLYSTYRENE RIGID INSULATION
SHEATHING "XPS” STAGGER JOINTS

-

1/2" SHEATHING

||

AL

STUCCO WRAP

2 LAYERS OF 4” EXTRUDED
POLYSTYRENE RIGID INSULATION

SHEATHING "XPS™

3/4 THK VENTED MESH \
SUCH AS "COBRA VENT”

I
|

AT BASE OF RIGID INSULATION
PUNCH DRAINAGE HOLES W/ AWL

BENT ALUMINUM FLASHING COVER\ \ \
MAX. 2" APART

ALUMINUM ROOFING NAILS

2| ILLUSTRATIVE WALL SECTION AT WOOD LAP SIDING

SHEATHING TAPE AT ALL
JOINTS - HOR. AND VERT.

2¢3 WOOD FURRING STRIPS
24" 0.C. (ALIGN W/ STUDS)

WOOD LAP SIDING 4” T.T.W.

['NOT 7O SCALE

|

STEP 1:

DRYER PIPE
PENETRATION
THROUGH WOOD
SHEATHING

D

STEP1:

WIRING FOR

EXTERIOR ELECTR
OUTLET THROUGH
WOOD SHATHING
AND HOUSEWRAP

STEP 2:

INSTALL SELF
ADHERED

MEMBRANE, LEAVING ADHERED MEMBRANE.

THE BOTTOM 2
INCHES UNADHERED.
SEAL AROUND THE
PIPE PENETRATION
WITH CHEMICALLY
COMPATIBLE
SEALANT

STEP 2:

SEAL AROUND
ICAL THE PENETRATION

STEP 3:

INSTALL SECOND
PIECE OF SELF

INSTALL THE
RIGID INSULATION

3|PENETRATION FLASHING DETAILS

STEP 4:

INSTALL
HOUSEWRAP
SHINGLE LAPPED
UNDER BOTTOM
FLAP OF SELF
ADHERED
MEMBRANE.

INSTALL THE FLANGED
ELETRICAL BOX WITH
THE FLANGES FLUSH
WITH THE EXTERIOR
FACE OF THE RIGID
INSULATION

STEP 5:

INSTALL NEXT
LAYER OF
HOUSEWRAP
SHINGLE LAPPED
OVER MEMBRANE
COLLAR.

TAPE ALL FOUR
SIDES OF THE
FLANGED
ELECTRICAL BOX

STRIPS

INSTALL RIGID
INSULATION

INSTALL FURRING

STEP 7:

INSTALL FLANGED
VENT HOOD

TAPE ALL FOUR
SIDES OF THE
FLANGED VENT HOOD
TO THE RIGID
INSULATION

INSTALL CLADDING

['NOT 70" SCALE

INSTALL FURRING

INSTALL CLADDING

PH: 978-589-5100

70 MAIN STREET  WESTFORD, MASSACHUSETTS 01886
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PANASONIC FV-05

EYFAUST FAN OR EQUAL OUTSIDE EDGE OF FINISHED WALL

———

3 BK 3

SEBOARD
RADIATOR 7 757

e

[
[
[
[
[
[
4 DINING AREA [
[
[
[
[
[

4 BASEBOARD
RADIATOR 1

3068

0 HRV

EXHAUST T
4D CFU CELING REGISTER
4 BASEBOARD

=

POLY FROM HRY
0 CAll CELNG REGSTER
§ BHSEBOARD
063 RADATOR
L B s & BEDROOM 1
- PROVEE INSULATED PP
/ CHASE IN EXTREBE COLD AREAS
/73 BSERRD (SEE A-5:1, A-6:1)
|71 haie
. g A
g g
— /:'\\ "o
i N 23 3-7
g :m _ 2668 W ’7
lz - Il
Il |L =55 =
| = I
ra xrwst - _ BO = _ ‘ ERR
= ] 2568 =0
2 z73
s § BISEROARD § BSEBONRD
RADATOR RADATOR
ii
LIVING AREA

- BOLER INTAKE/
EXHAUST

BOLER UNDER
RATED STAR

- OPTIONAL ‘LOW-501"
WATER HEATER BELOW

ELECTRICAL METER /

[ E—

SCALE 1/87 = 7'-07

3l FIRST FLOOR MECHANICAL PLAN

PROVIDE HRV
CONDENSATE DRAIN IN
UPSTAIRS BATH AREA ——

PANASONIC FV-05
EXHAUST FAN OR EQUAL —

K

RIS

S

A
=}

X

IR " T RIS SRS
SRS # #==A ARSI EEAIR RTINS

\‘:‘:
R
N
8
K
R

X
B
8

L 8 BASEBOARD
R/ SUpPLY
10 CH CELNG Regler ~ PAOATOR

RS
R

NSRE?

-

N

IR

SRTIDHINIITHNTR

5
DS

R
R

SRR

TR

SRR

8

——

D

R

X3
5

R

R

RS

&

%3

R

L

RIS

N

R
R

BEDROOM 2

R
N

6" BASEBOARD
RADIATOR

HALF WALL

S

R
RN

R
S

BEDROOM 3

0

RIS

4" DUCT FOR TOLET EXHAUST

W SUPPLY
10 CFU CEILING REGISTER

8 BASEBOARD
RADIATOR

A

oS

SUSRHEINS

R

R
4RI R IR

SRR

R

RRRRIR

B

R

RTINS

SECONDEOITOOR MECHANICAL PLAN

SCALE 1/87 =

=]

HRV AND DUCTS
IN ATTIC AREA

5" HRV INTAKE DUCT TO WEATHERHOOD W/ INSEC] SCREEN

LINES OF WALLS BELOW

| . _ghphpbbpbebabpb bl  di g 1
r [INES OF WALLS BELOW 1

SUPPLY DN -
SEOOND FLR /ﬁé RRARY
BEDROOM 2 - BN 1=,

» I

ot /

DUCT RUN BETWEEN

ROOF SHEATHING
AND SHEETROCK
AT SLOPED CEILING

LINES OF WALLS BELOW

SUPPLY AR TO BEDROONS

PROVIDE HRV
CONDENSATE DRAN IN
UPSTAIRS BATH AREA

SUPPLY DN
SECOND FLR [,
BEDROOM 3\:0

L LINES OF WALLS_BELOW

5" HRV EXHAUST T0 WEATHER HOOD VI/BACKDRAFT DANPER

5" DT
=
=
=] DUCT RUN. BETWEEN
H ROOF SHEATHING
AND_SHEETROCK
AT SLOPED CEILING
1212, SUPPLY DN
ARST FLR
BEDROOM 1

1| ATTIC MWI,E_(();HANICAL PLAN

['SCALE 1/8" =

EQUIPMENT INFORMATION

LEGEND

HRV SIM. LIFEBREATH 95MAX

DESIGN HEATING LOAD 15.0 kBtu/h 53 |SUPPLY REGISTER (4 X 10)

OIL BOILER SIM. TOYOTOMI OM180 148.0 kBtu €@ |TOILET EXHAUST FAN, PANSONIC FV-Q5VFL1
(OR GAS COMBO SYSTEM) | SIM. BAXICOMBI KITCHEN EXHAUST FAN

BASEBOARD RADIATOR SIM. SLANTFIN BASELINE 2000 | 500 Biu/ft

M  |THERMOSTAT
— [MANUAL DAMPER

NOTES:

CONDITIONED SPACE.

o

WITH DAMPER.

[

AND UNDERSIDE OF DOOR

bl

THE AIR HANDLER.

o

6” DIAMETER INSULATED OUTSIDE AIR DUCT FROM EXTERIOR
SHALL BE INSTALLED WITH A MANUAL DAMPER TO SET FLOW.

. ALL DUCTS TO BE SEALED WITH MASTIC AND LOCATED IN
ALL REGISTERS TO BE ADJUSTABLE DIRECTIONAL MOUNTED
DOORS TO BE UNDERCUT 1” BETWEEN TOP OF FINISH FLOOR

A FILTER WITH A MERV 12 RATING SHALL BE INSTALLED AT

PH: 978-589-5100

70 MAIN STREET  WESTFORD, MASSACHUSETTS 01886

THREE BEDROOM HOUSE | BUILDING SCIENCE CORPORATION
VERY COLD CLIMATE

MECHANICAL
FLOOR PLANS
SCALE AS NOTED
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ELECTRICAL LEGEND
SYMBOL DESCRIPTION

{%} SURFACE MOUNTED LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

PR==F====1]

AP

NOTES: 1. PROVIDE 20A 120v CIRCUIT FOR
MECHANICAL EQUIPMENT UNDER
STAIR WITH BRANCH TO HRV IN

DROPPED LIGHT FIXTURE

RECESSED LIGHT FIXTURE

ATTIC

RECESSED LIGHT FIXTURE (AIRTIGHT)

RECESSED LIGHT FIXTURE (WATERPROOF)
%

Lv&.wv.sv&fﬁv&.wv;'

POLE LAMP (EXTERIOR-SITE)

R

PH: 978-589-5100

RIS

FLOOD W/MOTION SENSOR

K

&3

SRS

SMOKE DETECTOR 4/ CO MONITOR
(INTERCONNECTED W/ BATTERY BACKUP)

B

EXHAUST FAN

BOHOGOOOS

@ EXHAUST FAN / LIGHT COMBINATION

! ) | FLUORESCENT STRIP LIGHT (SINGLE)
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