ELECTRICAL LEGEND
SYMBOL DESCRIPTION

‘@ SURFACE MOUNTED LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE
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NOTES: 1. PROVIDE 20A 120v CIRCUIT FOR
MECHANICAL EQUIPMENT UNDER
STAIR WITH BRANCH TO HRV IN

DROPPED LIGHT FIXTURE
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RECESSED LIGHT FIXTURE

ATTIC

RECESSED LIGHT FIXTURE (AIRTIGHT)

RECESSED LIGHT FIXTURE (WATERPROOF)
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POLE LAMP (EXTERIOR-SITE)
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FLOOD W/MOTION SENSOR
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SMOKE DETECTOR 4/ CO MONITOR
(INTERCONNECTED W/ BATTERY BACKUP)

EXHAUST FAN
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@ EXHAUST FAN / LIGHT COMBINATION

! (M) FLUORESCENT STRIP LIGHT (SINGLE)
1 (LENGTH IN INCHES)

i M) FLUORESCENT STRIP LIGHT (DOUBLE)
(LENGTH 1N INCHES)

l#‘ TRACK LIGHT (LENGTH IN' INCHES)

(©> CABLE TV/PHONE OUTLET
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@ DOOR BELL

(@ THERMOSTAT
110 VAC DUPLEX OUTLET
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10 VAC DUPLEX OUTLET
T HED
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10 VAC DUPLEX QUTLET
EGROUND FAULT INTERUPTOR)

10_VAC DUPLEX OUTLET
EWATERPROOF)
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RANGE QUTLET

DRYER OUTLET
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SINGLE POLE SWITCH

THREE-WAY SWITCH

FOUR-WAY SWITCH

SWITCH WITH DIMMER

05 THREE-WAY SWITCH WITH DIMMER

VERY COLD CLIMATE

SO¢  FOUR-WAY SWITCH WITH DIMMER
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ST SWITCH WITH TIMER

2|FIRST FLOOR ELECTRICAL PLAN 1/ SECOND FLOOR ELECTRICAL PLAN
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CEILING FAN/LIGHT COMBINATION

LOOR PLANS
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SCALE AS NOTED
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