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Transfer Grille —Over Door Opening 

 
• Interior baffles (see figure below) control sound and light transfer 
• Typically 6x20 

 

 
 

• Section through over-door transfer grille shows air path. 
 

 
 
• Jump ducts are ducts through attic connecting bedroom to main space or hallway, similar in 

concept to the transfer grilles. 
• Duct sealing measures must be taken if jump duct is routed through vented attic. 
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