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Sustainable'buildings'
•  “Can'keep'doing'what'we'are'doing'indefinitely”'

•  A sustainable society, process, or product is one that can be sustained or 
continue to be produced over the long term, without adversely affecting the 
natural conditions (e.g, soil, ecosystem, water quality, climate, etc) 
necessary to support those same activities in the future.  

–  Even.the.greenest.buildings.today.are.not.sustainable..

•  Low#Energy,'Net#Zero,'Zero#Carbon'are'all'just'
on'the'path'in'the'right'direcIon'

12#03#15' 2/175'

Intro'

•  What'about'Green'Buildings?'
•  How'about'Good'Buildings?'

•  The'changing'paradigm'
– Reliably#delivered'(quality)'High#Performance'

www.BuildingScience.com'

Performance?'
•  More'than'on#Ime,'on#budget,'to'code'

–  Safe'
– Healthy'
–  Comfortable'

•  A'growing'clamor'for….'
– Durable'
–  Low#energy'
– Maintainable'
– Modifiable'
–  Repairable'

•  All'delivered'reliably,'predictably'
www.BuildingScience.com'
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How'do'buildings'damage'
environment?'

•  Resource'ExtracIon'
–  Cu_ng'trees,'mining,'drilling'oil,'etc.'

•  Processing'materials'
–  Refining,'melIng,'etc.'Pollutants'and'energy'

•  TransportaIon'of'products ''
– Mass'and'Mode'(ship/truck)'and'Mileage'

•  ConstrucIon'of'the'building'
–  Energy,'worker'transport'

•  OperaIonal'Energy'

www.BuildingScience.com'
'

Buildings,Energy,'Environment'''''No.'
5/84'

The Majority 
of Impact 

Low#'Energy'Buildings'

•  Energy'during'operaIon'swamps'embodied'
energy'in'most'buildings'

•  So'first'step'is'reduce'operaIonal'energy'
•  THEN'

– Reduce'embodied'energy/polluIon'
– Generate'renewable'clean'energy'
– Make'reusable'and'recyclable'

www.BuildingScience.com'

Good'news'and'bad'news'

•  LEED'is'not'a'good'predictor'of'energy'use'
•  ASHRAE'90.1'is'not'either'
•  Real'measures'

– kBtu/sf/yr'''or'kWh/m2/yr'or'MJ/m2/yr'
– kBtu/student'or'/desk'or'/employee'

www.BuildingScience.com'

E.g.'Architecture'2030'

•  Focus'on'energy'consumpIon'
– Real'targets,'not'“%'below'something”'

•  Goal'is'Net'Zero'Energy'
– 60%'unIl''2015'
– 100%'by'2030'

•  Baseline'is'approximately'the'energy'use'of'all'
buildings'of'same'type'and'locaIon'in'2003'or'
so'

www.BuildingScience.com'
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www.BuildingScience.com'

395'kWh/m2/yr'
490'kWh/m2/yr'

190'kWh/m2/yr'

Commercial'Buildings'Energy'Use'

www.BuildingScience.com'

Technology may be the problem, not the solution 

250 kWh/m2 

Sustainable.Strategies.

www.buildingscience.com 

Process'and'Philosophy'

•  Decide'to'value'low'energy'consumpIon'
•  Set'measurable)targets,'predict'usage,'
measure'performance'

•  Stamp'out'waste'everywhere'
•  Use'energy'efficiently'when'you'need'to'use'it'
•  Do#not#sacrifice'safety,'comfort,'health'and'
durability'

www.BuildingScience.com'
'

Buildings,Energy,'Environment'''''No.'
12/84'
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Available'Strategies'
•  SiIng'(small'impact)'

– Orient'with'sun,'wind,'rain,'earth'shelter?'
•  Shape'and'Form'(small'to'moderate'impact)'

–  Small,'Compact,'simple'
•  ExcepIonal'building'enclosure'(mod'to'large'impact)'

–  Insulated,'airIght,'durable,'solar'control'
•  Efficient'Equipment'(mod'impact)'

– Not'there'or'off'is'best,'controls'help'
•  Renewable'Energy'GeneraIon'(impact'varies)'

–  Only'aier'very'significant'reducIons'

12#03#15' 13/175' 14/175' 12#03#15'

Basic'Goals'(cold/mixed)'

•  Keep'heat'in'
– When'it'is'cold'

•  Keep'heat'/'sun'out'
– When'it'is'warm/hot'

•  Last'a'long'Ime'
– Reduce'construcIon/repair'resources'over'Ime'

•  Use'efficient'equipment'
– Efficient'lighIng'
– Efficient'computers,'elevators' Off.is.very.efficient.

Insula<on.
Air<ghtness.
Solar.Control.

Rain.Control.

Climate'makers'

•  Beware'architecture'magazines'

www.BuildingScience.com'

Other'things'use'energy'

www.BuildingScience.com'

Typical'market'Building'in'
Toronto'55%'heat+cool'
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Building'Science.com'

What'is'outside'like'where'are'you'building?'

'
''''Enclosures''''No.'17'/''

Cold'

Wet.
Wet.

Some<mes.s<nky.humid.

Climate.Zone.
Rainfall.

Canadian'Offices'2007'

www.BuildingScience.com'

207.million.m2.
Source:'NRCan'Office'of'Energy'Efficiency'

Average'394'kWh/m2'

California'Large'Office:'All'Energy'

Building'Science.com'

#1.

Can'we'do'it?'

•  Is'it'possible'or'pracIcal'to'drop'energy'use'by'60%'
in'cold#climates'(Zones'5,'6,'7+)?'

•  Average'US'office'uses'80'kBtu/sf/yr'
–  250'kWh/m2/yr'

•  Can'we'get'an'office'to'60?'30?'kBtu/sf/yr'
–  200,'100'kWh/m2/yr?'

www.BuildingScience.com'
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John'Straube' 21'

Green'on'the'Grand'
Enermodal'Engineering'1995'

• Measured energy use: 120 ekWh/m2/yr (40) 
• much lower resource consumption 
• better air quality 
• lower first cost 

Grander'View,'2010'

•  Mostly'simple,'standard'technology'
•  Modest'cost'premium''

Trending'to'65'kWh/m2'(22'kBtu/sf/yr)'

John'Straube' 24'

NRG'Building,'Vermont'(2004)'

Andy.Shapiro.J.Consultant.

Energy.use.J.65.kWh/m2/yr.
Purchased.energy.even.less.(25.kWh/m2/yr).(<10.kBtu).
$117/sf.+.$10sf.for.Renewable.energy.equipment..
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John'Straube' 25'

Waterloo'Apartment'/'Office'

•  Built'for'median'cost'in'2005'
•  Around'100'ekWh/m2'(30'kBtu/sf/yr)'
•  All'standard'
products'

Waterloo'Region'Health'&'Welfare'

•  Built'1990.''160'ekWh/m2/yr'(50'kBtu/sf/yr).'''

London'City'Hall'
“Greenest'city'hall'in'the'world”'2002'
“Virtually'non#polluIng”'2011'

London'UK'City'Hall'

•  Measured:.125.kBtu/sf/yr.(376.kWh/m2/yr).
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Low#energy'buildings'

•  Three'primary'components'
1.  Enclosure'
2.  HVAC'
3.  Occupancy,'people'

www.BuildingScience.com'

1.'Enclosures'

Architects'control'this!'
•  Enclosures'reduce.space'heaIng/cooling'

– and'help'with'lighIng,'venIlaIon'
•  We'sIll'need'energy.for'other'things'

– Lights,'appliances,'computers,'elevators,'etc'

•  SIll'need'to'provide'some'HVAC!'
•  Can’t'“insulate'to'zero”'

www.BuildingScience.com'

2.'HVAC'

Mech'Eng'design'this'
•  Architect'helps'select'
•  CriIcal'role,'as'HVAC'offers'about'half'the'
possible'savings'

•  Fancy,'complex,'expensive'not'oien'the'
lowest'energy'choice'
– Beware'“advanced'controls”'
– Great'enclosure'oien'means'simple'HVAC'

www.BuildingScience.com'

3.'Occupancy'

Client'&'Occupant'Driven'
•  24'hr'occupancy'
•  9#5'M#F?'
•  Schools'

•  Do'people'care?'Do'they'have'informaIon'to'
act?'

www.BuildingScience.com'
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Top'Ten'List'
Commercial'and'insItuIonal'mid#size'buildings,'Canadian'climates'

•  Limit.windowJtoJwall.ra<o.(WWR)'to'the'range'of'20#40%,'50%'with'
ultra#performance'windows'

•  Increase.window.performance.(lowest'U#value'affordable'in'cold'
climates,'including'frame'effects)''

•  Increase'wall/roof'insula<on.(esp.'by'controlling'thermal'bridging)'and'
air<ghten.

•  Separate'ven<la<on.air'supply'from'heaIng'and'cooling.''
•  Use'occupancy.and'dayligh<ng.controls.for'lights'and'equipment'
•  Reduce.equipment/plug'&'lighIng'power.densi<es..
•  Don’t'over'venIlate,'use'heat.recovery.&'demand.controlled.ven<la<on.
•  Improve'boiler'and'chiller.efficiency.&'recover'waste'heat'(eg'IT'rooms!)''
•  Use'variable.speed.controls.for'all'large'pumps'and'fans'and'implement'

low.temperature.hydronic.heaIng'and'cooling'where'appropriate.'
•  Use'a'simple'and'compact'building'form,'oriented'to'the'sun,'with'a'depth'

that'allows'daylight'harvesIng.'
www.BuildingScience.com'

Enclosure.Design.Principles.

www.buildingscience.com 

The.Enclosure.

www.BuildingScience.com'

The'Enclosure:'An'Environmental'
Separator'

•  The'part'of'the'building'that'physically'
separates'the'interior'and'exterior'
environments.'

•  Includes'all'of'the'parts'that'make'up'the'wall,'
window,'roof,'floor,'caulked'joint'etc.'

•  SomeImes,'interior'parIIons'also'are'
environmental'separators'(pools,'rinks,'etc.)'

Building'Science' '
''''Enclosures''''No.'36'/''
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Climate'Load'ModificaIon'

•  Building'&'Site'(overhangs,'trees…)'
– Creates'microclimate'

•  Building'Enclosure'(walls,'windows,'roof…)'
– Separates'climates'
– Passive'modificaIon'

•  Building'Environmental'Systems'(HVAC…)'
– Use'energy'to'change'climate'
– AcIve'modificaIon'

38/175'
12#03#15'

Form'&''
Massing'
•  Keep'it'simple'
•  Cheaper,'easier,'faster'
•  Fewer''

–  thermal'bridges,'air'leaks'
–  Material'volumes'
–  construcIon'challenges'

Size:'Floor'Area'
to'Enclosure'

Area'
The higher the ratio, the 
more enclosure design & 
climate impact 
performance 

Building'Science'2008''

Impact.of.Shape.and.Orienta<on:..
Hea<ng.Energy.for.cold.climate,.
small.building.
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Enclosure'Intro'Summary'

•  Enclosure'oien'defines'the'H/C'load'
– Architecture'defines'massing,'orientaIon,'
enclosure'

•  Enclosure'more.cri<cal.for'skin#dominated'
– Heat'flow,'Solar'control,'air'Ightness'

•  LighIng,'venIlaIon'criIcal'for'deep'plan'

Building'Science'

Basic'FuncIons'of'the'Enclosure'

•  1.'Support'
–  Resist'and'transfer'physical'forces'from'inside'and'out'

•  2.'Control'
–  Control'mass'and'energy'flows'

•  3.'Finish''
–  Interior'and'exterior''
surfaces'for'people'

•  DistribuIon'–'a'building'funcIon'

Building'Science'

Functional Layers 

Basic'Enclosure'FuncIons'

•  Support.
–  Resist.&.transfer.physical.forces.from.inside.and.out.

•  Lateral'(wind,'earthquake)'
•  Gravity'(snow,'dead,'use)'
•  Rheological'(shrink,'swell)'
•  Impact,'wear,'abrasion'

•  Control'
–  Control'mass'and'energy'flows'

•  Finish''
–  Interior'and'exterior'surfaces'for'people'

Building'Science'

Functional Layers 

'
''''Enclosures''''No.'47'/''

Basic'Enclosure'FuncIons'
•  Support'

–  Resist'&'transfer'physical'forces'from'inside'and'out'
•  Control.

–  Control.mass.and.energy.flows.
•  Rain.(and'soil'moisture).

–  Drainage'plane,'capillary'break,'etc.'
•  Air.

–  ConInuous'air'barrier'
•  Heat.

–  ConInuous'layer'of'insulaIon'
•  Vapor'

–  Balance'of'we_ng/drying'
•  Finish''

–  Interior'and'exterior'surfaces'for'people'

Building'Science.com'

Functional Layers 

'
''''Enclosures''''No.'48'/''
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Other'Control'.''.''.'

•  Support'
•  Control.

–  Fire.
•  Penetra<on.
•  Propaga<on.

–  Sound.
•  Penetra<on.
•  Reflec<on.

–  Light.
•  Diffuse/glare.
•  View.

•  Finish'

Building'Science.com'

Functional Layers 

'
''''Enclosures''''No.'49'/''

Basic'Enclosure'FuncIons'

•  Support'
–  Resist'&'transfer'physical'forces'from'inside'and'out'

•  Control'
–  Control'mass'and'energy'flows'

•  Finish..
–  Interior.&.exterior.surfaces.for.people.

•  Color,'speculance'
•  Pakern,'texture'
'

Building'Science.com'

Functional Layers 

'
''''

History.of..
Control.Func<ons.

•  Older'Buildings'
– One'layer'does''
everything'

•  Newer'Building'
– Separate'layers,''
'''.'.'.'separate'funcIons'

Building'Science.com' '
No.'51''

Changes'

Building'Science.com' '
52''
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The'“Perfect'Wall”'
•  Finish'of'whatever'
•  Control'con&nuity#

–  Rain'control'layer'
•  Perfect'barrier'
•  Drained'with'gap'
•  Storage'

–  Air'control'layer'
•  Air'barrier'

–  Thermal'control'layer'
•  Aka'insulaIon,'radiant'barriers'

–  Vapor'control'layer'
•  Retarders,'barriers,'etc'

•  Structure:'anything'that'
works'

53'Building'Science.com'

Fire'Control'may'be'needed'
Sound'Control'opIonal'

What'is'a''
High#performance'enclosure?'

•  One'which'provides'high'levels'of'control'
•  Poor'conInuity'limits'performance'
•  Poor'conInuity'causes'most'problems'too:'

– E.g.'air'leakage'condensaIon'
– Rain'leakage'
– Surface'condensaIon'
– Cold'windows'

•  This'course:'conInuity'+'high'levels'

www.BuildingScience.com'

55'Building'Science.com' 56'Building'Science.com'
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57'Building'Science.com' 58'Building'Science.com'

59'Building'Science.com' 60'Building'Science.com'
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61'Building'Science.com' 62'Building'Science.com'

63'Building'Science.com'

Window'

64'Building'Science.com'
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Building'Science.com' 65'

ConnecIons:'Who'is'in'charge'

Building'Science.com' '
''''Enclosures''''No.'66'/'

Complexity'increases'detailing'effort'/'risk'of'failure'/'cost'
'''''''''''''''''''''reduces'performance'

67/175'

Enclosure Design:  
Details 

•  Details demand the same 
approach as the enclosure. 

•  Scaled drawings required 
at 

Building'Science.com'

Early'stage'planning'
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www.BuildingScience.com'

Baseplate.
usually.
wider.than.
column.at.
the.cri<cal.
base.plate. www.BuildingScience.com'

www.BuildingScience.com'

Perfect'Wall'expanded'

Building'Science.com' 72'

AddiIonal'Fire'Control'may'be'needed'
Sound'Control'opIonal'
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Perfect'Wall'

•  CMU/concrete'
'backup'

Building'Science.com' 73' www.BuildingScience.com'

Any.RJvalue,.e.g..
4”.PIC=R25.
5”XPS.=R25.
6”MFI=R25.

www.BuildingScience.com'

Combined.waterJ
airJthermal.
control.layer. Perfect'Wall'

•  Steel'Stud''
Backup'

Building'Science.com' 76'
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www.BuildingScience.com'

Any.RJvalue,.e.g..
4”.PIC=R25.
5”XPS.=R25.
6”MFI=R25.

Co
m
pr
om

ise
'

www.BuildingScience.com'

Exterior'R#value'
Studbay'R#value'RaIo:'

Steel.studs.
compromise.
the.thermal.
performance.
Wood.studs,.
not.so.much.

Any'R#value,'e.g.'
6”'wood'stud+'
2”'PIC='R30'
3”XPS='R32'
4”SPF='R40'

controls'risk'of'condensaIon'

BSD#163'

Compromise='Risks'

www.BuildingScience.com'

Tsheathing'='Tin'–'(Tin#Tout)*Rcavity/Rtotal'

CondensaIon'&'Drying'

www.BuildingScience.com'
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Specifics'

•  Now'we'will'look'at'
– Rain'Control'
– Air'Flow'Control'
– Thermal'Control'

•  In'some'detail'

www.BuildingScience.com'

Energy'
&'
Comfort'

Durability,'Health' Rain.Control.

www.buildingscience.com 

Rain'Control'

•  Next'to'structure,'the'most'important,'
fundamental'requirement'

•  Source'of'many'serious'building'problems'
•  Major'impact'on'durability'
•  Low#energy'buildings'&'rain'

– Different'enclosure'assemblies'
– Reduced'drying'ability='need'for'beker'control!'

www.BuildingScience.com'

Wall System1

Joints Elements

Perfect BarrierImperfect Barrier

Perfect Barrier
Types

Drained2 or
Screened Types

Mass or
Storage Types

Cavity3 No Cavity

Vented5 Unvented

Pressure moderated6

Ventilated4

Ventilated and pressure moderated

More mass
and more

permeability

Less mass
and lower

permeability

Face
Sealed

Concealed
Barrier

1.'Rain'Control'
•  Three'possible'approaches'

–  Mass'
–  Drained'
–  Perfect'Barriers'

'

•  Element'and'joint''
can'be'different'approach'

•  Perfect'Barriers'are'risky'
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John'Straube'

Mass/Storage/Reservoir'Walls'

''

No'building'paper,'flashing,'weepholes'

Building'Science'
 

'
'–'Rain'Control'86'

Building'Science'
'

'
'Rain'Control'87'

Surface.features.such.as.Overhangs,.Drips,.etc.are.important.for.mass.walls.

Insulation R-value & vapor 
permeance depend on: 
1.  Exterior climate (temp / drying) 
2.  Interior humidity levels 
3.  Rain exposure 

Freeze#thaw'resistance'of'brick'should'be'
invesIgated'
By'observaIon'and/or'tesIng'
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Wall System1

Joints Elements

Perfect BarrierImperfect Barrier

Perfect Barrier
Types

Drained2 or
Screened Types

Mass or
Storage Types

Cavity3 No Cavity

Vented5 Unvented

Pressure moderated6

Ventilated4

Ventilated and pressure moderated

More mass
and more

permeability

Less mass
and lower

permeability

Face
Sealed

Concealed
Barrier

CategorizaIon'

•  Elements'and'joints'can'be'
different'

Perfect'Barrier'/'Face'Sealed'

www.BuildingScience.com'

www.BuildingScience.com'

It.is.all.about.joints,.transi<ons,.penetra<ons. Precast.is.o_en.a.func<onal.
perfect.barrier.wall.
...but.the.joints.leak..
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TwoJstage.joints.

Wall System1

Joints Elements

Perfect BarrierImperfect Barrier

Perfect Barrier
Types

Drained2 or
Screened Types

Mass or
Storage Types

Cavity3 No Cavity

Vented5 Unvented

Pressure moderated6

Ventilated4

Ventilated and pressure moderated

More mass
and more

permeability

Less mass
and lower

permeability

Face
Sealed

Concealed
Barrier

CategorizaIon'

•  Elements'and'joints'can'be'
different'

Drained'Walls'
•  “Pressure'Equalized'Rainscreen”'are'a'ficIonal'sub#
set'of'drained'walls'

Building'Science'2008'
 

'
96'
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Requirements.for.a.Drained.Enclosure.

www.BuildingScience.com'

Requirements.for.a.Ven<lated.Enclosure.

Air#Water'Control'Layers'

www.BuildingScience.com'

Shingle.lap.is.the.best,.
most.reliable.

Beware.ver<cal.
installa<on.and.wrinkles!.

Flashing'must'be'waterproof'

Building'Science'2008'
 

'
'Joseph'LsIburek'–'Rain'Control'100'
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Building'Science'.com'

www.BuildingScience.com'

EIFS:.no.longer.a.four.leker.word.
Drained.systems.perform.very.well. Drained'EIFS'is'High'Performance'
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Mass.walls.changed.
to.drained.walls.
and.insulated!.

Architectural'Precast'

Windows'and'Doors'

•  All'penetraIons'should'be'drained,'regardless'
of'the'approach'taken'to'the'element'

•  Windows'and'doors'are'the'most'criIcal'
openings'to'drain'

•  Rough'opening'must'be'drained'

Leaky'windows'

•  Studs'and'sheathing'are'sensiIve'to'leaks'
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Building'Science' '
Windows'and'Curtainwalls'''''No.'10980'

Mixed'membrane'+'liquid'

O_en.use.membranes.
for.transi<ons.

www.BuildingScience.com'

Backdams'/'Slopes'are'Important'
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Building'Science.com'

Con<nuous.interior.angle.
provides.backdam.and.airseal.
con<nuity.

www.BuildingScience.com'

Architectural.Precast:.
Punched.Window. Curtainwall'IntegraIon'

www.BuildingScience.com'
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Rain'Control'

Building'Science.com'

Corners.are.weak.spot:.
• How.to.drain.corners.
• How.to.airseal?.

Air#Water#Vapor'

•  Oien'thin'layers'
•  Can#be##

1.  Water'control'(vapor'permeable,'not'airIght),'or.
2.  Air'&'water'control'(vapor'permeable),'or.
3.  Air,'water'&'vapor'(vapor'impermeable).'

•  Examples'
– Building'paper,'untaped'housewrap,'sealed'and'
supported'housewrap,'fluid'applied,'peel'and'sIck'

www.BuildingScience.com'

Air#Water''
Control'Layers'

www.BuildingScience.com'

Sloped.and.complex.
surfaces.demand.very.
high.performance..

LAPPING.very.Important.
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www.BuildingScience.com'

FluidJapplied.products.
avoids.laps. Details'

•  Air'&'water'&'vapor'
transiIon'membranes'

'
Airflow'Control'''''No.'122/79'Building'Science.com'

Fully#adhered'air#water'barrier'

www.BuildingScience.com'

Vapor.Permeable!.

Spray/Trowel'Applied'Air/water'
•  Semi#permeable'

'
124'Building'Science.com'
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NonJadhered,.vapor.
permeable.

=modest.performance.

www.BuildingScience.com'

Supported.flexible.
membrane.is.beker.

www.BuildingScience.com'

ClosedJcell.spray.
polyurethane.foam:.
ccSPF.
# Rain.control.
# Air.Control.
# Thermal.Control.
# .Vapor.Control.

Air.Flow.Control.

www.buildingscience.com 

Air'Barrier'Systems'

•  Rain'Control'is'priority'Number'1,'but…..'
•  Need'an'excellent'air'barrier'in'all'buildings'

– Comfort'&'health'
– Moisture'/'condensaIon'
– Energy'
– Sound,'fire,'etc.'

•  Can’t'make'it'too'Ight.'
•  MulIple'air'barriers'improve'redundancy'

www.BuildingScience.com'
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129/175' 12#03#15'

Why'Control'Air'leakage'

•  Air'leakage'feeds'condensaIon'in'cold'
weather'and'hot#humid'weather'

•  Indoor'Air'Quality'at'risk'
•  Hard'to'save'energy'with'the'door'open'
•  Buildings'ge_ng'Ighter,'but'.'.'.'

– Many'sIll'leak'way'too'much'
– We'can’t'idenIfy'the'leakers'
– Need'to'test!'Commission!'

CalculaIons'for'a'single'stud'bay,'8'i'tall,'16”'wide'

Air'moves'more'vapor'than'diffusion!'

Diffusion.is.rarely.a.big.deal.
Air.leakage.almost.always.is!.

www.BuildingScience.com'

131/175' 12#03#15'

Air'Barriers'
•  Five'Requirements'

– Con<nuous.(most.important).
– Strong.
– S<ff,.
– Durable,.
– Air.Impermeable.(least.important).

•  Easily'1/3'of'total'heat'loss'is'due'to'air'
leakage'in'well#insulated'building'

'
Airflow'Control'''''No.'132/79'Building'Science'
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Poly.combines.air.and.
vapour.control.
# Must.be.sealed.and.
supported.to.be.air.barrier.
# Cover.most.area.and.you.
have.vapor.control.

'
Airflow'Control'''''133'Building'Science.com'

Rigid'Exterior'Air'Barrier'

Building'Science.com' 134'

Building'Science.com'

Commercial.Buildings:.O_en.exterior.air.barrier.is.only.prac<cal.solu<on..
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Thermal.Control.

www.buildingscience.com 

Thermal'Control'

•  InsulaIon''
– Slows'heat'flow'in'and'out'

•  Windows'
– Slow'heat'flow'in'and'out'
– Control'solar'gain':'allow'or'reject?'

•  “cool”'roofs'
– Reduce'solar'gain'

•  Radiant'barriers'

www.BuildingScience.com'

Thermal'InsulaIon'

www.BuildingScience.com'

How'much'InsulaIon'

•  Heat'Flow'='Area'*'(Tinside'–'Toutside)'
''''''''''''''''''''''''''''''''''''R#value'
•  Double'R#value,'halve'heat'flow.'Always.'
•  OpImum'depends'on''

•  Cost'of'energy'over'life'of'building'
•  Cost'of'adding'more'insulaIon'
•  Savings'in'mechanical'equipment,'controls'

www.BuildingScience.com'

Milwaukee Building Enclosure Council The Building Science of More Sustainable Building March 15, 2012

Straube © buildingscience.com 35 of 61



Thermal'ConInuity'

•  Some'short'circuiIng'is'normally'tolerated.'
•  High#performance'walls'tolerate'few'
•  Major'offenders'/'weak'spots'

– PenetraIng'slabs'(<R1)'
– Steel'studs'(<R1)'
– Windows'(R2#R3)'

•  Area'and'low'R'maker'to'overall'significance'

www.BuildingScience.com'

Best#case'R#values'for'stud'walls'

www.BuildingScience.com'

Building'Science.com'

Are.studs.usually.16”.o.c.?.

Building'Science.com'
Are.the.studs.within.a.heavier.structure?.
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Building'Science'2008' '145'

Can.we.airJcool.our.buildings?.

www.BuildingScience.com'

From:.www.schoeckJcanada.com.

AwardJwinning.Aqua.Tower.

Building'Science'2008' '
InsulaIon'and'Thermal'Bridges''''No.'147/65'

Thermal'Bridge'Examples'
•  Balconies,'etc'
•  Exposed'slab'edges''

www.BuildingScience.com'
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www.BuildingScience.com'
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www.BuildingScience.com'

Furring'Strips:'least'thermal'
performance'impact'

www.BuildingScience.com'

Just'screws'meets'
“ci”'requirement'
of'ASHRAE'90.1'

Structural'penetraIons'

•  Relieving/Shelf'angles'
•  Balconies'
•  Canopies'
•  Signs'

www.BuildingScience.com'
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Intermediate'supports'

Building'Science'2008' '
InsulaIon'and'Thermal'Bridges''''No.'158/65'

Small metal clips 
dramatically reduce 
thermal bridging 

Balconies'

Building'Science'2008'
'

InsulaIon'and'Thermal'Bridges''''No.'
160/65'
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Building'Science'2008' '
InsulaIon'and'Thermal'Bridges''''No.'161/65' www.BuildingScience.com'

www.BuildingScience.com' Building'Science'2008' '
InsulaIon'and'Thermal'Bridges''''No.'164/65'

Precast balcony supported on  knife edge 
supports to limit thermal losses 
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Building'Science'2008' '
InsulaIon'and'Thermal'Bridges''''No.'166/65'

Building'Science'2008'' Building'Science'.com'
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Building'Science'.com' Building'Science'.com'

Windows'

•  Our'most'expensive'thermal'bridges'
•  Aluminum'is'4#5'Imes'as'conducIve'as'
aluminum'

•  Difficult'to'buy'commercial'aluminum'
windows'/'curtainwall'over'R3.'

•  Allow'solar'heat'in'
– Useful'in'cold'weather'
– Requires'cooling'in'summer'

www.BuildingScience.com' Building'Science'2008' '
Windows'and'Curtainwalls'''''No.'17280'

Total'Heat'Flow'

glazing 
system 
U-value 

Curtain Wall Plan View 

R4 

R2.5 

R4 
R12 

R3.3 
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www.BuildingScience.com'

Problem.

Solu<on.

Building'Science' '
Windows'and'Curtainwalls'''''No.'17480'

PTB!

Building'Science'2008' '
Windows'and'Curtainwalls'''''No.'17580'

R3 

R4 

R2 

High tech? Low tech? 

Full;Frame)R#values'

176 

Thermal'Break'

•  CriIcal'for'alu'windows'
•  '½”'should'be'min''
thermal'break''

176'
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Building'Science.com'

R6 

R24 

R6 

High'Performance'
Geong.beker.....

R8 

Southwall 

Kawneer Visionwall 

www.BuildingScience.com'

www.BuildingScience.com' Building'Science'2008' '
Windows'and'Curtainwalls'''''No.'18080'

Courtesy'Seriious'Windows'
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www.BuildingScience.com'

Building'Science'2008' '
Windows'and'Curtainwalls'''''No.'18380' www.BuildingScience.com'

More.Windows.means.more.energy.consump<on.in.a.cold.climate.
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Air'Flow'Control'

Building'Science.com'

Air'Barrier'

Thermal'Control'

Building'Science.com'

Thermal'Control'

Thermal.Break.is.the.most.cri<cal.heat.flow.
control.item.in.Aluminum.systems.
More.important.than.glazing!.

www.BuildingScience.com'

• Spandrels.are.not.
very.effec<ve..
• R20.in.typical.
curtainwall.has.R5.

Solar'Gain'

•  Measured'by'SHGC'
•  Solar'gain'useful'during'cold'sunny'weather'
•  But'least'heaIng'is'needed'during'dayIme'for'
commercial'buildings'

•  OverheaIng'discomfort'is'a'real'risk'
•  Must'size'glass'Area'x'SHGC'carefully'

– High'values'='air'condiIoning'and'discomfort'

www.BuildingScience.com'
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Interior'or'Exterior'Shade'
•  Operable'Solar'Control'of'windows'may'be'necessary'for'

ultra#low'energy'buildings'
•  Exterior'Shades'always'beat'low'SHGC'glazing'

–  But'the'cost'capital'and'maintenance''
•  Interior'shades'don’t'work'well'with'good'windows'

Building'Science.com' 190 

Fully'operable'shades'

High'R'wall,'40%'glazing'(triple)'
Chriesbach'Building:'
Switzerland'
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Appliances'
reduce'
heaIng'

AutomaIc'
Exterior'
blinds'kill'
cooling'

Mass'can'
maker'for'
low'energy'
houses'

Solar'gain'is'
useful'if'
controlled'

ROOFS.

Low#Slope'Roofs'

•  Not'flat.'Ponding'is'not'acceptable.'
•  Get'water'right,'then'worry'about'energy!'
•  Components'

– Rain'barrier'is'roof'membrane'
•  Drainage'gap'is'the'outdoors'

– Air'barrier'can'be'roof'membrane'
•  Beker'to'install'interior'

–  InsulaIon'is'rigid,'polyiso,'XPS,'EPS,'rockwool'

Building'Science.com' Building'Science' '
–'Roofs'196'

It’s.a.roof,.not.a.pool.
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Building'Science' '
–'Roofs'197'

It’s.a.roof,.not.a.ice.rink.

198'Building'Science.com'

Ballast'(rock,'
pavers,'earth)'
Filter'fabric'
Extruded'polystyrene'
InsulaIon'
Sloped'planar'
structure'

Drainage'mat'

Fully#adhered'roof'
membrane'

Perfect'Roof'(PMR'/'IRMA)'

Requires'structure'to'
support'addiIonal'weight'

Building'Science.com'

Green'roofs'and'LEED'

•  LEED#NC'currently'gives'one'point'for'a'
vegetated'roof'on'at'least'50%'of'roof'area'
– This'is'a'design'credit,'only'visual'inspecIon'of'
installaIon'

•  In'density'development,'green'roofs'can'count'
towards'to'other'points:'

•  Sustainable'Sites'5.2'Open'Space'(if'accessible)'
•  Sustainable'Sites'5.1'Habitat'(if'naIve'plants)'

– But'GR'alone'will'rarely'achieve'these'two''
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Good'Compromise'

Building'Science.com' 201' Building'Science.com'
' 202'

Roof'air'barrier'
Deck'level'vapor'control'membrane'rarely'required'if'closed'cell'foam'used'

Why'fully'adhered?'

Building'Science'2008' www.BuildingScience.com'
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www.BuildingScience.com' www.BuildingScience.com' Andy'Shapiro.'Energy'Balance,'VT'

Building'Science'2008''

VenIlated'A_cs'

R60#75'economically'available'

or'spray'foam'seal''
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Building'Science'2008''

VenIlated'Cathedral'Ceilings'

Building'Science'2008''

LimitaIons'of'VenIlated'Cathedral'

Building'Science'2008''

LimitaIons'

Building'Science'2008''

Unvented'Cathedralized'A_cs'

•  Move'air'and'insulaIon'control'from'ceiling'
plane'to'roof'plane'

•  Moves'HVAC'into'condiIoned'space'
– Saves'lots'of'energy,'reduce'problems'with'
comfort,'extends'life'of'equipment'

•  Avoids'wind'blown'rain,'snow,'and'burning'
wildfire'embers'
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High#Performance'Pitched'Roof'

www.BuildingScience.com'

Building'Science' '
–'Roofs'215' www.BuildingScience.com'

Residen<al.R60+.Unvented.Roof.
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R40+'roof,'fire'protecIon'

Building'Science.com'

R40'10”'TJI'Cold'climate'SoluIon'shown'
R50'12”'TJI'with'4”'ccSPF'(R24)+'8”'FG'(R30)'

Parapets'

Building'Science' '
–'Roofs'218'
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Enclosure'Summary'

•  Simple'compact'form,'oriented'to'the'sun'
•  IdenIfy'funcIonal'control'layers'

– Rain,'air,'heat,'vapor'
•  Provide'conInuity'of'control'layers'

– Details,'thermal'bridging'

•  Select'high'levels'of'performance'

www.BuildingScience.com'
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Conclusions'

www.BuildingScience.com'

Mechanical.Basics.

'
''

www.BalancedSolu<ons.com.

HVAC'ObjecIves'

•  Health'
•  Safety'
•  Comfort'

– Temperature,'humidity,'air'speed,'noise,'light'
•  Reliability'

– Long'term'performance,'maintainable'
•  Efficiency'

– Meet'the'needs'imposed'by'occupants'and'
enclosure'with'a'minimum'of'addiIonal'energy'

12#03#15' 228'
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12#03#15' 229'

Common'Problems'
•  Poor'comfort'

–  Poor'control'of'temperature'and'humidity,''
–  Noise,'drais'from'high'velocity'air'

•  Health'
–  Air'based'systems'act'as'distribuIon'for'outdoor'pollutants,'
mold'grown'in'coils/ducts'

–  Chilled'water'pipes'collect'condensaIon'leading'to'mold'
–  Insufficient''venIlaIon/mixing'common'issue'

•  Energy'
–  Systems'are'oien'very'inefficient'

•  Maintainability'/'Controllability'
–  Systems'are'complex,'difficult'to'trouble'shoot,'maintain'etc'

12#03#15' 230'

FuncIons'
Five'CriIcal'funcIons'are'needed'
•  VenIlaIon'

–  “fresh'air”'
– Dilute'/'flush'pollutants'

•  HeaIng'
•  Cooling'
•  Humidity'Control'
•  Air'filtraIon'/'pollutant'Removal'

–  Remove'parIcles'from'inside'and'outside'air'
–  Remove'pollutants'in'special'systems'

What'do'you'need'to'deliver?'

All'require'metered'deliver'of'fresh'air,'and'some'exhaust'of'polluted'air''
12#03#15' 232'

Physical'Systems'&'Components'

•  Components'
– Heat'producIon'(including'cooling)'
– Heat'rejecIon'/'collecIon'
– Heat/Cold'DistribuIon'
– VenIlaIon'air'supply/exhaust'
– VenIlaIon'Air'DistribuIon'Air'FiltraIon'
– HumidificaIon/'DehumidificaIon'

•  Confusion'arises'when'funcIons'are'combined'
across'different'components'in'different'systems'
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12#03#15' 233'

Variable'Air'Volume'

Poor'IAQ:'venIlaIon'controlled'by'thermostat'
Poor/no'RH'control:'depends'on'cooling'coil'operaIon'
Either'good'energy'performance'/poor'RH,'or'good'RH'/'poor'energy'
Oien'no'designed'exhaust'air:'“pressurize”'building'

BSI#022'Perfect'HVAC'

Any'source'of'heaIng'or'
cooling'
Combined'venIlaIon/
humidity'control'

12#03#15' 235'

Radiant.Floors.

12#03#15' 236'

Radiant'Panels'
•  Smaller'area'!'higher'deltaT'
•  About'50/50'radiant/convecIve'
•  Peak'heaIng'150'W/m2'(50'Btu/i2)'
•  Peak'cooling'100'W/m2'(33'Btu/i2)'

Milwaukee Building Enclosure Council The Building Science of More Sustainable Building March 15, 2012

Straube © buildingscience.com 59 of 61



12#03#15' 237'

Terminal'Unit:'Fan'coils'
•  Use'fans'to'below'room'air'over'coils'

–  Fan#driven'air'movement'='distribuIon'/'mixing'within'a'
space'

–  Noise,'maintenance'issues'
•  Fans'require'electricity'

– Many'exisIng'FC'are'inefficient'and'noisy'
–  Very.efficient.fan.motors.now'available''

Fancoil'

12#03#15' 238'

UnderFloor'Air'DistribuIon'

•  Energy'savings'are'quesIonable'in'humid'
climates'

•  Uncontrolled'air'leakage'limits'performance'
•  Significant'risks'of'indoor'air'quality'problems'
•  Moving'offices'is'oien'more'difficult'

www.BuildingScience.com'

Chilled'Beams'

•  Increase'the'convecIve'component'of'radiant'
panels,'usually'for'cooling'

•  AcIve'CB'use'mechanically#induced'airflow'
•  Air'must'flow'at'all'Imes'
•  Good'for'labs'
•  Not'great'for'
variable'venIlaIo'
occupancies'

TWA'Panel'Systems'
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12#03#15' 241'

Heat'Pumps'
•  Use'compressors,'and'refrigerant'(“Freon”)'
•  All'use'internal#heat#exchangers#to'transfer'hot'or'
cold'refrigerant'to'water'or'air'

•  Terminology'
–  “Air'to'air'heat'pump”'='“air#source”'
–  “Water#to#water'heat'pump”''
–  “air'condiIoning”'
– Water'to'air'
– Ground'source'
–  “Geothermal”'

 

12#03#15' 242'

Heat'Pumps:'AC'and'Fridge'

 

Fridge'

 
12#03#15' 243'

Ground'Source'Heat'Pump'

•  A'water'to'air'or'water'to'water'heat'pump'
with'with'collecIon'/'rejecIon'in'ground'

Heat'Pump'Efficiency'vs'Lii'
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Temperature.Li_.(F).

Carnot'Theory'

Trane'Water'Source'HP'(HP'only)'

Goodman'Air'to'Air'HP'(all'incl)'

NextEnergy'Ground'to'Air'HP'

22'C' 44'C'33'C'
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